
389 

Environmental Protection Agency § 97.432 

certification application. Upon 

issuance of such notice of disapproval, 

the provisional certification is invali-

dated by the Administrator and the 

data measured and recorded by each 

uncertified monitoring system shall 

not be considered valid quality-assured 

data beginning with the date and hour 

of provisional certification (as defined 

under § 75.20(a)(3) of this chapter). 

(D) Audit decertification. The Ad-

ministrator may issue a notice of dis-

approval of the certification status of a 

monitor in accordance with § 97.432(b). 

(v) Procedures for loss of certifi-

cation. If the Administrator issues a 

notice of disapproval of a certification 

application under paragraph 

(d)(3)(iv)(C) of this section or a notice 

of disapproval of certification status 

under paragraph (d)(3)(iv)(D) of this 

section, then: 

(A) The owner or operator shall sub-

stitute the following values, for each 

disapproved monitoring system, for 

each hour of unit operation during the 

period of invalid data specified under 

§ 75.20(a)(4)(iii), § 75.20(g)(7), or § 75.21(e) 

of this chapter and continuing until 

the applicable date and hour specified 

under § 75.20(a)(5)(i) or (g)(7) of this 

chapter: 

(1) For a disapproved NOX emission 

rate (i.e., NOX-diluent) system, the 

maximum potential NOX emission rate, 

as defined in § 72.2 of this chapter. 

(2) For a disapproved NOX pollutant 

concentration monitor and disapproved 

flow monitor, respectively, the max-

imum potential concentration of NOX 
and the maximum potential flow rate, 

as defined in sections 2.1.2.1 and 2.1.4.1 

of appendix A to part 75 of this chapter. 

(3) For a disapproved moisture moni-

toring system and disapproved diluent 

gas monitoring system, respectively, 

the minimum potential moisture per-

centage and either the maximum po-

tential CO2 concentration or the min-

imum potential O2 concentration (as 

applicable), as defined in sections 2.1.5, 

2.1.3.1, and 2.1.3.2 of appendix A to part 

75 of this chapter. 

(4) For a disapproved fuel flowmeter 

system, the maximum potential fuel 

flow rate, as defined in section 2.4.2.1 of 

appendix D to part 75 of this chapter. 

(5) For a disapproved excepted NOX 
monitoring system under appendix E to 

part 75 of this chapter, the fuel-specific 

maximum potential NOX emission rate, 

as defined in § 72.2 of this chapter. 

(B) The designated representative 

shall submit a notification of certifi-

cation retest dates and a new certifi-

cation application in accordance with 

paragraphs (d)(3)(i) and (ii) of this sec-

tion. 

(C) The owner or operator shall re-

peat all certification tests or other re-

quirements that were failed by the 

monitoring system, as indicated in the 

Administrator’s notice of disapproval, 

no later than 30 unit operating days 

after the date of issuance of the notice 

of disapproval. 

(e) The owner or operator of a unit 

qualified to use the low mass emissions 

(LME) excepted methodology under 

§ 75.19 of this chapter shall meet the ap-

plicable certification and recertifi-

cation requirements in §§ 75.19(a)(2) and 

75.20(h) of this chapter. If the owner or 

operator of such a unit elects to certify 

a fuel flowmeter system for heat input 

determination, the owner or operator 

shall also meet the certification and 

recertification requirements in 

§ 75.20(g) of this chapter. 

(f) The designated representative of 

each unit for which the owner or oper-

ator intends to use an alternative mon-

itoring system approved by the Admin-

istrator under subpart E of part 75 of 

this chapter shall comply with the ap-

plicable notification and application 

procedures of § 75.20(f) of this chapter. 

§ 97.432 Monitoring system out-of-con-
trol periods. 

(a) General provisions. Whenever any 

monitoring system fails to meet the 

quality-assurance and quality-control 

requirements or data validation re-

quirements of part 75 of this chapter, 

data shall be substituted using the ap-

plicable missing data procedures in 

subpart D or subpart H of, or appendix 

D or appendix E to, part 75 of this 

chapter. 

(b) Audit decertification. Whenever 

both an audit of a monitoring system 

and a review of the initial certification 

or recertification application reveal 

that any monitoring system should not 
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have been certified or recertified be-

cause it did not meet a particular per-

formance specification or other re-

quirement under § 97.431 or the applica-

ble provisions of part 75 of this chapter, 

both at the time of the initial certifi-

cation or recertification application 

submission and at the time of the 

audit, the Administrator will issue a 

notice of disapproval of the certifi-

cation status of such monitoring sys-

tem. For the purposes of this para-

graph, an audit shall be either a field 

audit or an audit of any information 

submitted to the Administrator or any 

State or permitting authority. By 

issuing the notice of disapproval, the 

Administrator revokes prospectively 

the certification status of the moni-

toring system. The data measured and 

recorded by the monitoring system 

shall not be considered valid quality- 

assured data from the date of issuance 

of the notification of the revoked cer-

tification status until the date and 

time that the owner or operator com-

pletes subsequently approved initial 

certification or recertification tests for 

the monitoring system. The owner or 

operator shall follow the applicable ini-

tial certification or recertification pro-

cedures in § 97.431 for each disapproved 

monitoring system. 

§ 97.433 Notifications concerning mon-
itoring. 

The designated representative of a 

TR NOX Annual unit shall submit writ-

ten notice to the Administrator in ac-

cordance with § 75.61 of this chapter. 

§ 97.434 Recordkeeping and reporting. 
(a) General provisions. The designated 

representative shall comply with all 

recordkeeping and reporting require-

ments in paragraphs (b) through (e) of 

this section, the applicable record-

keeping and reporting requirements 

under § 75.73 of this chapter, and the re-

quirements of § 97.414(a). 

(b) Monitoring plans. The owner or op-

erator of a TR NOX Annual unit shall 

comply with requirements of § 75.73(c) 

and (e) of this chapter. 

(c) Certification applications. The des-

ignated representative shall submit an 

application to the Administrator with-

in 45 days after completing all initial 

certification or recertification tests re-

quired under § 97.431, including the in-

formation required under § 75.63 of this 

chapter. 

(d) Quarterly reports. The designated 

representative shall submit quarterly 

reports, as follows: 

(1) The designated representative 

shall report the NOX mass emissions 

data and heat input data for the TR 

NOX Annual unit, in an electronic 

quarterly report in a format prescribed 

by the Administrator, for each cal-

endar quarter beginning with: 

(i) For a unit that commences com-

mercial operation before July 1, 2011, 

the calendar quarter covering January 

1, 2012 through March 31, 2012; or 

(ii) For a unit that commences com-

mercial operation on or after July 1, 

2011, the calendar quarter cor-

responding to the earlier of the date of 

provisional certification or the applica-

ble deadline for initial certification 

under § 97.430(b), unless that quarter is 

the third or fourth quarter of 2011, in 

which case reporting shall commence 

in the quarter covering January 1, 2012 

through March 31, 2012. 

(2) The designated representative 

shall submit each quarterly report to 

the Administrator within 30 days after 

the end of the calendar quarter covered 

by the report. Quarterly reports shall 

be submitted in the manner specified 

in § 75.73(f) of this chapter. 

(3) For TR NOX Annual units that are 

also subject to the Acid Rain Program, 

TR NOX Ozone Season Trading Pro-

gram, TR SO2 Group 1 Trading Pro-

gram, or TR SO2 Group 2 Trading Pro-

gram, quarterly reports shall include 

the applicable data and information re-

quired by subparts F through H of part 

75 of this chapter as applicable, in addi-

tion to the NOX mass emission data, 

heat input data, and other information 

required by this subpart. 

(4) The Administrator may review 

and conduct independent audits of any 

quarterly report in order to determine 

whether the quarterly report meets the 

requirements of this subpart and part 

75 of this chapter, including the re-

quirement to use substitute data. 

(i) The Administrator will notify the 

designated representative of any deter-

mination that the quarterly report 

fails to meet any such requirements 

and specify in such notification any 
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